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1. INTRODUCTION

The insulation corkboard (iCB) is an agglomerated material 
exclusively made of cork granules (mainly from winter vir-
gin cork) of a larger size (usually 5-20 mm) than those used 
in composition cork. The granules are bonded by their own 
resins in molds defined by the autoclave walls. The granules 
are placed into an autoclave that also functions like a mold, 
undergo light compression and then steaming occurs at more 
than 300ºC, usually between 17 to 30 minutes. The super-
heated steam passes through the granule mass resulting in 
the secretion of the cork resins to the granules’ surfaces and 
in an increase in its volume, which by being confined to an 
autoclave, determines their agglutination. The granules are 
compressed against each other and in the boundaries the cells 
collapse and bind. The blocks formed are then cut into planks 
which are then finished (usually by sanding) as required. ICB 
is a completely natural product since its agglomeration proc-
ess is due to the cork natural resins and to the granules expan-
sion, without using any glues or additives or other materials 
than cork [1].

The characteristics of iCB, according to the NP EN 
13170:2001 standard are: 

 apparent density  < 130 kg.m-3 
 Thermal conductivity coefficient  < 0.045 W.m-1.K-1;
 Compression to 10% deformation  > 100 kPa
 Bending strength  > 130 kPa
 Tensile strength  > 50 kPa

DOCaPESCa [2] is one of the biggest European companies 
working in the fishing industry and it is a state-owned com-
pany that manages fishing port facilities and first sale fish 
markets all over Portugal. They have local headquarters in 
all the major ports and in the Lisbon area (Pedrouços) where 
is the demolition site. The cold stores (overall capacity of 62 
000 m3, prepared for hundreds of tons of fish daily) for fro-
zen fish products, include a big chamber for common storage 
and 16 smaller chambers for private storage. These buildings 
were initially built in the end of the 50’s and rebuilt in 1970, 
so the collected iCB was used for 41 years. The demolition 
work (carried out by the company Demotri S.a.) started in 
March 2011, and iCB samples were obtained in the end of 
March. The area is going to be re-qualified by Administração 
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Fig. 4. Cooling pipes with iCB insulation before demolition.

The total amount of iCB obtained by demolition is going to 
be quantified, collected by an integrated waste management 
company and sent to iCB production companies where, after 
separation of impurities and grinding, it is going to be used 
to produce re-granulated expanded cork e.g. for light weight 
concrete.

Fig. 5. Detail of the wall of one of the big cold chambers (reinforced con-
crete, asphalt sheet, two iCB layers (15+10 cm) and covering).

do Porto de Lisboa S.a. for the event volvo Ocean Race in 
2012. 

Fig. 1. aerial view of the demolition site with buildings for demolition in 
white (left corner of the dock).

Fig. 2. Detail of two of the small cold chambers before demolition (the first 
with iCB protected by wood; the second with painted iCB).

Fig. 3. Detail of iCB behind the wood paneling protection (wall insulation).
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Before testing all the samples were conditioned to 23+2ºC 
and 50+5% of relative humidity for at least 48 hours. Five 
tests specimens were used for each test. 

The thermal conductivity coefficient (λ) was measured using 
the fluximeter method using an ANACON TCA 8 equipment 
– hot plate (37.7ºC), cold plate (10ºC) (θm = 23.8ºC). The 
equipment was initially calibrated. The mechanical tests were 
carried out in an INSTRON equipment, model 4467, with a 
load cell of 5 kN and a precision of 0.1 N. all the mechanical 
tests were carried out at a room temperature of 23ºC.

The several tests were carried out accordingly to the relevant 
standards as follows:

apparent density – NP EN 1602: 1998
Thermal conductivity – iSO 8301:1991 (150150 mm)
Bending strength – NP EN 12089:1997 (17515025 mm) 
(10 mm/min)
Compression behavior (10% deformation) – NP EN 
826:1996 (10010050 mm) (5 mm/min)
Tensile strength – NP EN 1607:1998 (505050 mm) 
(10 mm/min)

3. RESULTS

The results of the different physico-mechanical tests of iCB 
demolition samples are shown in the following Tables and 
graphics.

Table 1. apparent density of sample a.

Nº Reference (kg.m-3)
1 a1 105.28
2 a2 94.45
3 a3 100.57
4 a4 110.31
5 a5 99.37

Average 102.00
Standard Deviation 4.63

Table 2. apparent density of sample B.

Nº Reference (kg.m-3)
1 B1 139.14
2 B2 133.68
3 B3 127.70
4 B4 130.11
5 B5 125.17

Average 131.16
Standard Deviation 4.20

Fig. 6. Operation for the removal of iCB from the cold chambers walls.

2. MATERIALS AND METHODS

Two samples were selected and collected, the sample a from 
the insulation of an interior cold corridor (for product trans-
portation), 1 layer with a thickness of 15 cm and the sample B 
from cold storage chamber, two layers of 15 cm + 10 cm.

Fig. 7. Sample a for iCB testing.

Fig. 8. Sample B for iCB testing.
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 Table 5. Bending strength (sample a)

Nº Reference Dimensions (mm) L - length Fm Ơm
b - width d - thickness (mm) (N) (kPa)

1 a1 46 23 115 26.31 186.51
2 a2 46 22 110 25.51 189.06
3 a3 46 22 110 24.03 178.09
4 a4 46 22 110 22.96 170.16
5 a5 46 22 110 29.13 215.88

Average 187.94
Standard Deviation 17.30

Graphic 1. Bending behavior of one of the test specimens (Nº 2) of sample a.

 Table 6. Bending strength (sample B)

Nº Reference Dimensions (mm) L - length Fm Ơm
b - width d - thickness (mm) (N) (kPa)

1 B1 46 23 110 14.90 110.42
2 B2 49 22 110 16.11 112.08
3 B3 47 21 105 16.52 125.53
4 B4 47 22 110 15.98 115.91
5 B5 46 21 105 13.16 102.17

Average 113.22
Standard Deviation 8.51

Table 4. Thermal conductivity coefficient of sample B.

Nº Reference λ (W.m-1.K-1)
1 B1 0.0411
2 B2 0.0404
3 B3 0.0408
4 B4 0.0407
5 B5 0.0405

Average 0.0407
Standard Deviation 0.0002

Table 3. Thermal conductivity coefficient of sample A.

Nº Reference λ (W.m-1.K-1)
1 a1 0.0402
2 a2 0.0375
3 a3 0.0386
4 a4 0.0395
5 a5 0.0382

Average 0.0388
Standard Deviation 0.0008
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Graphic 2. Bending behavior of one of the test specimens (Nº 2) of sample B.

 Table 7. Compression behavior (10% deformation) (sample a)

Nº Reference Dimensions (mm) a0 Ơ10

c - length l - width d - thickness (mm2) (kPa)
1 a1 100 100 46 10000 95.25
2 a2 105 96 46 10080 86.56
3 a3 100 97 46 9700 93.56
4 a4 104 100 46 10400 88.31
5 a5 105 100 47 10500 87.80

Average 90.30
Standard Deviation 3.85

Graphic 3. Compression behavior of sample a.
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 Table 8. Compression behavior (10% deformation) (sample B)

Nº Reference Dimensions (mm) a0 Ơ10

c - length l - width d - thickness (mm2) (kPa)
1 B1 100 98 47 9800 110.20
2 B2 100 100 48 10000 102.03
3 B3 100 99 47 9900 114.56
4 B4 100 99 47 9900 109.58
5 B5 100 99 47 9900 106.25

Average 108.52
Standard Deviation 4.68

Graphic 4. Compression behavior of sample B.

 Table 9. Tensile strength (sample a)

Nº Reference Dimensions (mm) a Fm Ơmt

l - length b - width (mm2) (N) (kPa)
1 a1 49 54 2646 167.10 63.15
2 a2 48 45 2160 146.60 67.87
3 a3 51 44 2244 132.60 59.09
4 a4 49 45 2205 185.60 84.17
5 a5 50 45 2250 160.70 71.42

Average 69.14
Standard Deviation 9.61
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Graphic 5. Tensile behavior of sample a. 

 Table 10. Tensile strength (sample B)

Nº Reference Dimensions (mm) a Fm Ơmt

l - length b - width (mm2) (N) (kPa)
1 B1 48 48 2304 144.20 62.59
2 B2 48 48 2304 158.00 68.58
3 B3 49 50 2450 118.80 48.49
4 B4 48 48 2304 112.60 48.87
5 B5 46 47 2162 155.30 71.83

Average 60.07
Standard Deviation 10.92

Graphic 6. Tensile behavior of sample B.
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production companies for re-granulation and the production 
of re-granulated expanded cork, to be used for the production 
of light concrete, increasing enormously in time the seques-
tration of the equivalent CO2. Using the calculations of the 
last paragraph, this quantity corresponds to more than 1650 
tons of CO2.

5. CONCLUSIONS

it can be concluded that, after several decades of intensive 
use, ICB shows a thermal behavior better than the specified 
for iCB in relevant standards. Regarding the characteristics 
of apparent density, bending strength, compression behavior 
and tensile strength most of them respect the standard values. 
The insulation behavior of the demolition samples is in line 
with previous results with iCB from other demolition sources 
[6], [7] and it is a proof of iCB durability.
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4. DISCUSSION

To simplify the discussion the summary of the results is 
shown in the next table.

Table 11. Summary of the results (average and standard de-
viation of 5 test specimens) 

Sample a B
apparent density (kg.m-3) 102.00 + 4.63 131.16 + 4.20
Thermal conductivity 
coefficient (W.m-1.K-1) 0,0388 + 0,0008 0.0407 + 0.0002

Bending strength (kPa) 187.94 + 17.30 113.22 + 8.51
Compression behavior  
(10% deformation) (kPa) 90.30 + 3.85 108.52 + 4,68

Tensile strength (kPa) 69.14 + 9.61 60.07 + 10.92

These results should be compared with those from NP EN 
13170:2001 standard referred above. This comparison shows 
us that the apparent density of sample a is much lower than 
the standard value and for sample B is just slightly higher 
than the maximum specified value. Both thermal conductiv-
ity coefficients (samples A and B) are much lower than the 
standard limit value. also the tensile strength values for both 
samples are according to the relevant standard. The bending 
strength and compression behavior of samples a and B show 
values which are not conclusive. Nevertheless, for this kind 
of application of iCB the thermal insulation behavior is the 
most important parameter and the results are excellent.

Other way of comparison is to use the equation for ICB thermal 
conductivity [1],[3] defined for the range 120-350 Kg.m-3:

λ = (220 + 1,36 ) X 10-4 W.m-1.K-1

Using the average values of apparent density and the equation 
above, we obtain a thermal conductivity coefficient for sam-
ples a and B, respectively of 0.0359 W.m-1.K-1 and 0.0398 
W.m-1.K-1 values which are not very far away from the real 
ones. it must be stressed that sample a is out of the range of 
apparent density defined for the equation.

The tests were the most representative and the most used for 
iCB and other similar materials, but as a reference for further 
work, other tests will be done in the future, such as dimen-
sional stability (e.g. NP EN 1603:1998; NP EN 1604:1998), 
water absorption (e.g. NP EN 1609:1998), water vapor trans-
mission (e.g. NP EN 12086:1995), shear strength (e.g. NP 
EN 12090:1997) or even behavior in boiling water (e.g. NP 
604:1995).

according to unpublished test results, the iCB carbon content 
is 64.6% (w/w), and so in 1 kg of iCB, carbon corresponds 
to 0.646 kg. as previously reported in [4], [5], we know that 
the mass ratio of CO2/C is 3.664. Knowing this1 kg of iCB 
corresponds to 2.367 kg of CO2.

The estimated quantity of ICB removed from this demoli-
tion, according to information of the demolition company is 
around 700 tons. This material was collected by an integrated 
waste management company and it is going to be sent to iCB 


